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A JONT VENTURE

Lockwood Greene-Six Associates
architects.engineers-planners

August 1, 1980

77239.18 - Naval Regional Medical Center 470/LG/SA
CWM - .18

Department of the Navy

Atlantic Division

Naval Facilities Engineering Command
Norfolk, Virginia 23511

Attention: Mr. Stephen D. Emrick, Code 09A21A

Subject: Contract N62470-75-C-1383, Architectural and Engineering Seryices
for Hospital Replacement, Nayal Regional Medical Center, FY1977
MCON Project P-600 at the Marine Corps Base, Camp Lejeune, NC

Gentlemen:

The attached is copy of the Data Base and Typical 1/0 Schedule for
the Hot Water Converter. This is another of the partial schedules which
was explained in Joint Venture letter 445/LG/SA dated July 16, 1980.

Please advise if you have any questions or comments so that we may
incorporate them prior to printing 1/0 Schedules.

Very truly yours,

LOCKWOOD GREENE/SIX ASSOCIATES

(Lndi G it

Charles W, Minch
CWM: rgw
Enclosures

cc: Mr. George Novey, Code L404
Mr. John Grubbs, Code 052A
Cdr. R. E, Carlson, CEC, ROICC (2)
Mr. Charles Ratterree
Mr. Bruce Byford
Mr. George Scott
Mr. James Curry !
|
:
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LOCKWOOD GREENE POST OFFICE BOX 491 SPARTANBURG, SOUTH CAROLINA 29304 (803) 5822351

SIX ASSOCIATES INC. POST OFFICE BOX 5594 ASHEVILLE, NORTH CAROLINA 28803 (704) 274 1551
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HOT WATER CONVERTER

DESCRIPTION:

T1S HOT WATER CONVERTERS A hot water converter utilizes steam to
heat a hot water circulating loop to & desireg temperature, A modul at
fng steam valye s controlled by a temperature controller to maintain a
constant hot water supply temperature,

POINT DEFIMITIONS

SPECIAL POINT REQUIREMENTS

THIS SYSTEM FIELD POINTS REGUIRED;
DIGITAL INPUTS:

it HOT NATER PUMP P114 NIFFERENTIAL PRESSURE SwITcH
{54 WATER STANDBY PUMP P115 DIFFERENTIAL PRESSURE SWITCH
¥ WEST ZONE PUMP P142 DIFFERENTIAL PRESSURE SwiTch
e EAST Z0NE PUMP P143 DIFFERENTIAL PRESSUKE SwITch
"Aé WEST ZOWE PUMP P144 DIFFERENTIAL PRESSURE SwITCH
e NORTH ZUNE PUMP P145 DIFFERENTIAL PRESSURE SWITCH
$44 SOUTH ZONE PUMP P146 DIFFERENTIAL PRESSURE SWITCH
1T e WATER PUMP P154 DIFFERENTIAL PRESSURE SwITCH :
13 HOT WATER STANDBY PUMP P155 DIFFERENTIAL PRESSURE SWITCH
Y WATER PUMP P152 NIFFERENTIAL PRESSURE SwITcH
TR 4 Svor "ATER STANDBY PUMP P153 DIFFERENTIAL PRESSURE SWITCH
1y NORTH ZONE PUMP P15u DIFFERENTIAL PRESSURE SWITCH
35 SOUTH ZONE PUMP P151 DIFFERENTIAL PRESSURE SWITCH
W +B3
NONE

DIGITAL OUTPUTS:
o #B84

 START HUT WATER PUMP P14
T START HOT WATER STANDBY PUMP p1i5
i START HOT WATER ZONE PUMP P1u2
s START HQT WATER ZONE PUMP P143
42 START HUT WATER ZONE PUMP Play
"?9 START HUT WATER ZONE PUMP P14sS
4 4 START HOT WATER ZONE PUMP Plde
o*C1

START HOT WATER PUMP P15y
stC2 S
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g 4o
START HOT WATER PUMP P152
START HOT WATER STANDHBY PUMP P153
START HOT WATER ZONE PUMP P150
START HOT WATER ZONE PUMP P1Si

NONE

ANALOG INPUTS:

HOT WATER HEAT EXCHANGER EX=5 SUPPLY TEMPERATURE

WEST ZOME HOT WATER SUPPLY TEMPERATURE P42
EAST ZONE HOT WATER SUPPLY TEMPERATURE P143
WEST ZONE HOT WATER SUPPLY TEMPERATURE P14y
NORTH ZONE HOT WATER SUPPLY TEMPERATURE P14S

SOUTH ZONE HOT WATER SUPPLY TEMPERATURE P1Us

HOT WATER HEAT EXCHANGER EXeb& SUPPLY TEMPERATURE
HOT WATER HEAT EXCHANGER EX=7 SUPPLY TEMPERATURE

NORTH ZOME HOT WATER SUPPLY TEMPERATURE P15e

SOQUTH ZUNE HOT WATER SUPPLY TEMPERATURE PL51
NONE

ANALOG OUTPUTS:
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TEMPERATURE RESET HOT WATER CONVERTER EX=5
WEST ZONE HOT WATER TEMPERATURE RESET P142
EAST ZONE HOT WATER TEMPERATURE RESET P143
WEST ZONE HOT WATER TEMPERATURE RESET P14
MORTH ZONE HOT WATER TEMPERATURE RESET P145
SOUTH ZONE HOT WATER TEHPER‘TURE RESET P1d6
TEMPERATURE RESET HOT WATER CONVERTER EX=b
TEMPERATURE RESET HOT WATER CONVERTER EX=7
NORTH ZONE HOT WATER TEMPERATURE RESET P15@
SOUTH ZONE HOT WATER TEMPERATURE RESET P151
NONE

ALL RESETS LISTED HERE TO BE IMPLEMENTED
FROM THE CLMI TO ALLOW THE OPERATOR TO
RESET TEMPERATURE MANUALLY NOT THROUGH
AN AUTOMATED PROGRAM,
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OTHER SYSTEMS FIELD POINTS REQUIRED;
4 DIGITAL INPUTS:
NONE
. gia

DIGITAL OUTPUTS:
NONE

ANALQG INPUTS:
FID OUTSIDE AIR TEMPERATURE

ANALOG OUTPUTS:

NONE
B tFL(n
CALLCULATED POINTS REQUIREDS
NONE
o %)

COMTROUL FUNCTION SUMMARY}

FUNCTION NAME & NUMBER APPLICABLE FUNCTION PROGRAM

5 POINT NAME
=AU (x
_ 0.A, TEMPERATURE CUTOFF,1} OUTSIDE AIR TEMPERATURE(DAT) CUTOFF(7.1)
1k HOT WATER PUMP P114 DIFFERENTIAL PRESSURE SWITCH
i R HOT WATER STANDBY PUMP P115 DIFFERENTIAL PRESSURE SWITCH °
£ e WEST ZONE PUMP P142 DIFFERENTIAL PRESSURE SWITCH
4 EAST ZONE PUMP P143 DIFFERENTIAL PRESSURE SWITCH
i 1 EST ZONE PUMP P144 DIFFERENTIAL PRESSURE SWITCH
: e NORTH ZONE PUMP P145 DIFFERENTIAL PRESSURE SWITCH
45 SOUTH ZONE PUMP P14t DIFFERENTIAL PRESSURE SWITCH
13 HOT WATER PUMP P154 DIFFERENTIAL PRESSURE SWITCH
0 HOT WATER STANDBY PUMP P155 DIFFERENTIAL PRESSURE SWITCH
1y HOT WATER PUMP P152 DIFFERENTIAL PRESSURE SwITCH
Iy HOT WATER STANDBY PUMP P1S3 DIFFERENTIAL PRESSURE SKITCH
t§ NORTH ZONE PUMP P150 DIFFERENTIAL PRESSURE SWITCH
i SUUTH ZONE PUMP P1S1 DIFFERENTIAL PRESSURE SWITCH
e STAKT HUT WATER PUMP P14
« #85
START HOT WATER STANDBY PUMP P15
1 START HOT WATER ZONE PUMP P42
o +87

QTALT HARY WaRERA Fnrie meviim =
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«+B9
«+CO
o#C1
1 #C2
o#C3
o *CY
+*CS

«tC6

o %)

MAINTENANCE REPURTS, 23

W *AD
o tAL
e tA2
o #A3
o tAY
o $4S
s tAL
e tA7
s tAB
s *AQ
2 +B80
otRY
W82
TROUBLE
o +AY
otA]
WtA2
W *tA3
v tAY
o $AS

' tAb

A7

4 |

START HOT WATER ZONE PUMP P1ug
START HOT WATER ZONE PUMP pyus
START HOT WATER ZONE PUMP P1as
START HOT WATER PUMP P15y
START HOT WATER STANDBY PUMP 155
START HOT WATER PUMP P15

START HOT WATER STANDBY pump pys3
START HOT WATER ZONE PUMP Pys5g

START HOT WATER ZONE PUMP P15y
FID OUTSIVE AIR TEMPERATURE

RUN TIME TOTALIZATION(S,16)
MAINTENANCE REPORTS(4,4,3)

HOT WATER PuMP P114 DIFFERENTIAL PRESSURE SWITCH

HOT WATER STANDBY PUMP P11S DIFFERENTIAL PRESSURE SWITCH
WEST ZONE PUMP P42 DIFFERENTIAL PRESSURE SWITCH

FAST ZONE Pyump P143 DIFFERENTIAL PRESSURE SWITCH

WEST 20NE PUMP P14y DIFFERENTIAL PRESSURE SWITCH

NORTH ZDONE PUMP Piasg DIFFERENTIAL PRESSURE SWITCH

SOUTH ZONE pump P146 DIFFERENTIAL PRESSURE SWITCH

HOT WATER PUMP pis5y DIFFERENTIAL PRESSURE SWITCH

HOT WATER STANDBY PUMP P155 DIFFERENTIAL PRESSURE SWITCH
HOT WATER PUMP pig2 DIFFERENTIAL PRESSURE SWITCH

HOT WATER STanDBY PUMP P153 DIFFERENTIAL PRESSURE SWITCH
NORTH ZONE PUMP P15 ODIFFERENTIAL PRESSURE SWITCH

SOUTH ZONE pump P15)1 DIFFERENTIAL PRESSURE SWITCH

DIAGNOSIS, 24 CORRELATED ALARM REPORYS(4,4,4)

HOT WATER PuMp P114 DIFFERENTIAL PRESSURE SWITCH

HOT WATER STANDBY PyumMp P115 DIFFERENTIAL PRESSURE SWITCH
WEST ZONE PUMP P142 DIFFERENTIAL PRESSURE SWITCH

EAST ZONE PUMP piy3 DIFFERENTIAL PRESSURE SWITCH

WEST ZONE PUMP Piyu DIFFERENTIAL PRESSURE SWITCH

MORTH ZONE PUMP P45 DIFFERENTTAL PRESSURE SWITCH

SOUTK ZONE pUMP P146 DIFFERENTIAL PRESSURE SWITCH
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HOT WATER STANDBY PyuMp P1SS DIFFERENTIAL PRESSURE SWITCH

HOT WATER PyMp pisp DIFFERENTIAL PRESSURE SWITCH

HOT WATER STANDBY PUMP P1S3 DIFFERENTIAL PRESSURE SWITCH

NORTH
SOUTH
START
START
START
STAKT
START
START
START
START
START
START
START
START

START

ZONE PUMP P15¢p DIFFERENTIAL PRESSURE SWITCH

ZONE PUMP

HOT
HOT
HOT
HOT
HOT
HOT
HOT
HOT
HOT
HOT
HOT
HOT

HOT

HOT WATER

WEST ZONE

EAST Z0ONE

WEST Z0NE

WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
WATER
HEAT

AOT w
HOT w

HOT w

P151 DIFFERENTIAL PRESSURE SWITCH
PUMP P11y

STANDBY PUMP p11s5

ZONE PUMP P42

ZONE PUMP P143

ZONE PUMP Pluy

ZONE PUMP Pius

ZONE PUMP Pue

PUMP P154

STANDBY PUMP P155S

PUMP P152

STANDBY PUMP p153

ZONE PUMP P15y

ZONE PUMP P15

EXCHANGER EX=5 SUPPLY TEMPERATURE
ATER SUPPLY TEMPERATURE p142

ATER SUPPLY TEMPERATURE P143

ATER SUPPLY TEMPERATURE Pi44

HURTH ZONE HOT WATER SUPPLY TEMPERATURE P14s

SOUTH ZONE HOT

HOT WATER HEAT

HOT WATER HEAT

NORTH ZONE HOT

WATER SUPPLY TEMPERATURE P1de
EXCHANGER EX=6 SUPPLY TEMPERATURE
EXCHANGER EX=7 SUPPLY TEMPERATURE
WATER SUPPLY TEMPERATURE P15g

SQUTH ZUNE HOT WATER SUPPLY TEMPERATURE P151

TEMPERATURE RESET HOT WATER CONVERTER EX=5

WEST ZONE HUT WATER TEMPERATURE RESET P14

EAST Z0NE HOT WATER TEMPERATURE RESET P143

“EST ZONE HOT wWATER TEMPERATURE RESET P1ay

| e
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SOUTH ZONE HOT WATER TEMPERATURE RESET P1us
+*ES
TEMPERATURE RESET HOT WATER CONVERTER EXes
+Eo
] TEMPERATURE RESET HOT WATER CONVERTER Exe?
«*E7
NORTH ZUNE HOT WATER TEMPERATURE HESET P150
«+EB
SOUTH ZONE HOT WATER TEMPERATURE RESET P1Si
GRAPHICS ;
«tF2
VENDORS TYPICAL GRAPHIC SATISFACTORY
W=A2

VENDORS SPECIAL GRAPHIC REQUIRED

GRAPHICS SOFTWARE(4,6)
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System Number: HW(C 1| System Typei Hot Water Converter Fid Numbert BE Record 81S

Specitication References 15911
Drawing Referencet M7=58, M7=49, M7=36, 939=79611e53X], M@=9, 939=79611=SUxX]
Construction Specification 1/0 Schedule Page Line Numbert 32«10
Responsibi{litys Furnishing:t N/A
Exceptionsg Installingt N/A
Specialss AD Al A2 A3 A4 AS A6 B4 BS Bé 87 B8 B9 C@ CH C9 DA DI D2 D3 D9 EQ EY E2 E3 E4Wiringt N/A

Shop Drawing Submital Datag
Lockwood Greene #: 767
External #; 667
Status; DEVIATES

-=8==============:=====2===========3===I======B=:I===8=38Il=Sll!I

Sensor Numbert DPSH=|] Point Designationt BE HWC §DPSH=] Sensor Typei Digital Input Record: 837
Speci{fication References 15911
Drawing Reference;
Construction Specification 1/0 Schedule Page Line Number: 32«10
ROICC’s I/0 Schedule Locatort 8«76
Point used by EMCS (Y/N]3 Y p
Responsibflity:s Furnishingt HONEYWELL, INC,
Exceptionsg Installingy HONEYWELL, INC,
Specialsy Wiring: HONEYWELL, INC,

Shop Drawing Submital Data:
Lockwood Greene #: 767
External #: 667 FID Cabinet Numberg
Status: DEVIATES 3 FID Term Board Pairst
Device Characteristics:
Interface Equipment Requireds
Service: HW PUNP P114 DIFF PR SW

-.---.-----.--.--------.--------.-----..----..---.-I.-P.’.----I-.

Sensor Numberi DPSH=2 Point Designationt RE HWC I1DPSHe2 Sensor Types Digital Inmput Record: 838
Specification Reference: 15911}
Drawing Reference:
Construction Specification 1/0 Schedule Page Line Numbert 32«10
ROICC*s 1/0 Schedule Locator: 8=76
Poifnt used by EMCS [Y/N)¢ Y
Responsibilitys Furnishings HONEYWELL, INC,
Exceptionsg Installings HONEYWELL, INC,
Specialsg Wiring: HONEYWELL, INC,

Shop Drawing Submital Datatg
Lockwood Greene #1 767
External #; 667 FID Cabinet Numpers
Statust DEVIATES FID Term Board Pairst
Device Characteristicsy
Interface Eauipment Required:
Service: Hw STD=BY PUMP P115S DIFF PR SW

N62470=77=C=7526
Page 13941=A3=?
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Sensor Number; DPSH=3 Point Designation: BE HWC 10PSH=3
Specification Reference; 15911
Crawing Reference}
Construction Specffication 170 Schedule Page Line Numberg 32=13
ROICC?s I/0 Schedule Locatory 8=38
Point used by EMCS ([Y/N)3 Y

Responsibilitys Furnishingt HONEYWELL, INC,
Exceptions:

Installing: HONEYMWELL, INC,
Specialsy Wiringt HONEYWELL, INC,

Sensor Typet Digital Imput Record:

Shop Drawing Submita) Datat
Lockwood Greene #1 767
External #; 667
Statuss DEVIATES
Device Characteristicsy
Interface Equipment Required:
Service: W ZUNE PUMP P142 DIFF PR SW

Sensor Number: DPSH=y4 Point Designationt RE HWC {DPSH=4 Sensor Type: Digital Imput
Specification References 15911
Drawing Reference;
Construction Specification I/0 Schedule Page Line Numbert 32=13
ROICC’s I/0 Schedule Locatert 8=47
Point used by EMCS [Y/N])s v

Responsibilitys Furnishingi HONEYWELL, INC,
E!CGDtionil

Installing; HONEYWELL, INC,
Specfalsg Wiringt HONEYWELL, INC,

FID Cabinet Numberi
FID Term Board Pairst

- e = e e w e ®w e s e

Record:

Shop Drawing Submita) Datag
Lockwood Greene #§1 767
External #; 667
Statusi DEVIATES
Device Characteristics:
Interface Equipment Required:
Services E ZONE PUMP P143 DIFF PR SW
- - - - - - - - - - - - - - - - - L ] = - - - = - - - - - L
Sensor Numberi DPSH=S Point Desfgnationi BE HWC 1DPSH=5
Specification References 15911
Drawing Reference;
Construction Specification 170 Schedule Page Line Numbers 32=13%
ROICC’s 1/0 Schedule Locatort B8e47
Point used by EMCS ([Y/N)s Y ‘
Responsibilitys Furnishings HONEYWELL, INC,
Exceptionsg

Inltllllnal HONEYWELL, INC,
Specfalsy Wiringt HONEYWELL, INC,

FID Cabinet Numpery
FID Term Board Pajrsg

Sensor Type: Digital Input Records

Shop Drawing Submf{tal Datatg
Lockwood Greene #:1 767
External #: 667
Status: DEVIATES
Device Characteri{sticss
Interface Equipment Requireds
Service: W ZONE PUMP P144 DIFF PR SW

FID Cabimet Numpers
FID Term Board Pairst

N624T0=77=C=7526
Page 1394j=A3a3
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752

753







Sensor Numberi DPSH=6 Point Designation BE HWC 1DPSH=6 Sensor Typet Digital Input Records 729
Specification Reference: 15911
- Drawing Referencet

ROICC’s 1/0 Schedule Locator:
-~ Point used by EMCS [Y/N)p ¥

Responsibi|l{ty;
Exceptions:

Specialsy

Shop Drawing Submital Datag
Lockwood Greene #3 767
. External #; 667
Status: DEVIATES
% Device Characteristicss
Interface Equipment Required:
Service:r N ZONE puMP P145 p
Sensor Number: DPSH=7 Point Designations BE
Specification Reference; 15911
- Drawing Reference;
: Construction Specification 1/0
ROICC’s 1/0 Schedule Locatorg
Point used by EMCS (Y/N): v
Responsib(j!tv:

Exceptionsg
Specialsg

Shop Drawing Submital Datag
Lockwood Greene #y T67
External #; 667
Status: DEVIATES

Device Characteristicsy
Interface Equipment Requireds

Construction Specification I/0 Schedule Page

8«52

Line Numpert 32e13

Furnishings HONEYWELL, INC,
Installings HONEYWELL, INC,
Wirings HONEYWELL, INC,

FID Cabinet Numbers

FID

IFF PR SW

HWC 1DPSH=7 Sensor Types Digital Inp

Term Board Pafrst

Schedule Page Line Numbers 32«13

8=77

Furnishingr HONEYWELL, INC,
Installingg HONEYWELL, INC,
Wiring: HONEYWELL, INC,

FID Cabinet Numbers
FID Term Board Pafrs:

Service: S ZONE PUMP P146 DIFF PR SW

Sensor Number; §wi Point Designationt BE
Spec{fication Reference: 15911
Drawing Reference;
Construction Specification 1/0

Point used by EMcs [Y/N]: ¥

Responsibility;
Exceptionsg

Specfals;

Shop Drawing Submita) Datag
Lockwood Greene #1 767
External #; p67
Status; DEVIATES

Device Characteristicss
Interface Equipment Requireqs
Service: START Hm PUMP P11y

N624T¥e77=C=752¢

HWC {SW1Q Sensor Typeg Digital Qut

Schedule Page Line Numbers 32eip
ROICC’s 1/0 Schedule Locator: 8e76

Furnishing: HONEYWELL, INC,
Installingy HONEYWELL, INC,
Wiring:s HONEYWELL, INC,

FID Cabinet Numbers
FID Term Board Pairss

Page 1394j=a3ay

ut Record; 73a

put Record: 704






Sensor Numberi Sw2 Point Designationt BE HWC 1SW2 Sensor Types Digital Output
Specification References 15911
Drawing Referencey
Construction Specitication 1/0 Schedule Page Line Numbert 32=10
ROICC*s 1/0 Schedule Locator: 8=76
Point used by EMCS [Y/N)s ¥ -
Responsibilftys Furnishing? HONEYWELL, INC,
Installings HONEYWELL, INC,
Wiring: HONEYWELL, INC,

Excentionsg
Specifalsy

Shop Drawing Submita) Datag
Lockwood Greene #3 767

External #3 667 FID Cabinet Number:

Statuss DEVIATES FID Term Board Pairsy
Device Characteristics:

Interface Equipment Reaufreds
Services START HW STD=BY PUMP P15

-.....--..--.--.--.---.---.---’--------
Sensor Numberi SW3 Point Designationt BE HWC {SW3 Sensor Type: Digita)l Output

Specification References 15911

Orawing Referencetg

Construction Specification I/0 Schedule Page Line Numbert 32«13

ROICC’s 1/0 Schedule Locatort 8=38

Point usea by EMCS [Y/N])s ¥

Responsib{11tyx Furnishing: HONEYWELL, INC,

Exceptionsg Installing: HONEYWELL, INC,

Specials; Wiring: HONEYWELL, INC,
Shop Drawing Submital Datag
Lockwood Greene #: 767
External #; 647 ; FID Cabinet Numbery
Status: DEVIATES FID Term Board Pairst
Device Characteristicss
Interface Fquipment Requireds
Service: START Hw ZONE PUMP P142
Sensor Number: Swu Point Designationt BE HWC {SW4 Sensor Typet Digital Output

Specification Referencey 15911
Drawing Reference;
Construction Speci{ficatien I/0 Schedule Paqge Line Numberj 32~13
RUICC’s I/0 Schedule Locatort 8=47
Pofnt used by EMCS ([Y/N]g Y
Responsibflity:s Furnishing: HONEYWELL, INC,
Installingt HONEYWELL, INC,
Wiringt HONEYWELL, INC,

Exceptionsy
Specialsy

Shop Drawing Submital Datag
Lockwood Greene #§ 767

External #: 667 FID Cabinet Numbert

Statuss DEVIATES FID Term Board Pajrst
Device Characteristicss

Interface Equipment Reauireds
Service: START HW ZONE PUMP P143
N624T70=77=C=752¢
Page :3941=pA3es






Sensor Numbert SWS Point Designatfont BE HWC 1SW5 Sensor Type: Digita) Output Record: 1039
Specification Reference: 15911

Drawing Referencey
o Construction Specification 1/0 Schedule Page Line Number: 32=13
ROICC’s I/0 Schedyle Locatorsy 8=47
Peint usead by EMCS [Y/N)s ¥
& Responsibility: Furnishingi HONEYWELL, INC,
Installings HONEYWELL, INC,
Wirings HONEYWELL, INC,

Exceptions:
Specialsy

Shop Drawing Submita) Datat
Ty Lockwood Greene #y 767

External #;: 667 FID Cabinet Numbers

Statusy DEVIATES FID Term Board Pairst
% Device Characteristicss

Interface Equipment Reauired:
Service: START Hw 20NE PUMP P144

-------------o--..--..---..--.--..-

Sensofr Numbery Ské Point Designationg BE HWC 1SWé
Specification Reference: 1591}
;. Drawing Reference; :
: Construction Specification I/0 Schedule Page Line Numbers 32«13
ROICC*s 1/0 Schedule Locator: B=5p2
ks Point used by EMCS [Y/N)y vy
Responsibilitys Furnishing: HONEYWELL, INC,
Installingt HONEYWELL, INC,
Wiringsg HONEYRELL, INC,

Sensor Typei Digital Output Record: 10240

Exceptionsg
2 Specialsg

Shop Drawing Submital Datas
Lockwood Greene #3 767

External #; 667 : FID Cabinet Numberg

Status: DEVIATES FID Term Board Pajrsg
Device Characteristicst

Interface Equipment Reauired:

Service:r START HW Z0NE PUMP P145
-----.---------..----
Sensor Number: Sw? Point Designation: BE HWC 1Sw7
Specification Reference: 15911
Drawing Reference:

Construction Specification I/0 Schedule Page Line Numbers 32e13
ROICC’s 1/9 Schedule Locator: B=77
Point used by EMCS [Y/N)g Y :
Responsibilitys Furnishingg HONEYWELL, INC,
Instellingr HONEYWELL, INC,
Wiring:s HONEYWELL, INC,

Sensor Types Digftal Output Record: 1016

Exceptians:
Scecials;

Shop Drawing Submital Datatg
Lockwood Greene #: 767
External #; 667
Status: DEVIATES
Device Characteristicst
Interface Equipment Required:
Service; START Hw ZONE PUMP P1ue

FID Cabinet Numbert
FID Term Board Pairsy

N624Tp=77-C=7526
Page 13941=A3ap
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Sensor Numberg Te=}

FPoint Designationt BE HWC 1Tl

3 3 1 N A
sl L S-..!.~.~

Specitication Reference: 15911

Crawing Referenceg
Construction Specification

ROICC’s 1/0

Schedule Locatort Be76

Point used by EMCS [Y/N)s: Y

Exceptionsg
Specialsg

Responsfbility:s Furnishingt HONEYWELL, INC,
Intta1|inq; HONEYWELL, INC,

Wiringt HONEYWELL, INC,

Shop Drawing Submital Datasg

Lockwood
External

Status: VDEVIATES

Greene #1 767

#y 667 FID Cabinet

Device Characterfsticss
Interface Equipment Requireds

Services

Sensor Numbepr: Tw?2

Point Designationt BE HWC {T=2

EX=5 Hw SUPPLY TEMP

Specification Reference: 15911
Drawing References

Construction Specification

ROICC’s 1/0 Schedule Locators B=38
Point used by EMCS [Y/N)s ¥

Exceptionsg
Specials;

Responsibility:s Furnishingt HONEYWELL, INC,
Installing: HONEYWELL, INC,

Wirings HONEYWELL, INC,

Shop Drewing Submital Datat

Lockwood Greene #%

External

Statusi DEVIATES

767

#: 667 FID Cabinet

Device Characteristicsi
Interfece Equipment Required:

Service:

Sensor Numberg T=3

Point Des{gnationt BE HWC {T=3

W ZONE HW SUPPLY TEMP(P142)

Specification Referencey 15911
Drawing References

Construction Specification 1/0 Sehed

ROICC’s I/0

Schedule Locator: Be47

Point used by FMCS [Y/N)s ¥

Exceptions;
Scecials;

Responsibilitys Furnishing: HONEYWELL, INC,
Installings HONEYWELL, INC,

Wiringt HONEYWELL, INC,

Shop Drawing Submita) Datas

Lockwood
External

Status; DEVIATES

Greene #: 767

#y 667 FID Cabinet

Device Characteri{sticst
Interface Equipment Requireds

Services

E ZONE HW SUPPLY TEMP(P143)
..-.--.-...---...---‘--.
: N62UT0=77=C=7526

Page 1394i=A3a?

Sensor Typet Analog Input

Sensor Type: Analog Input

Sensor Type: Analog Input

Records 928

1/0 Schedule Page Line Numbert 32=10

Numbers

FID Term Board Pairst

Records

1/0 Schedule Page Line Nymbert 32«13

Number

FID Term Board Pajirst

--------.-.----..--

Record: 906

ule Page Line Number: 32«13

Numbery

FID Term Board Pafrst






Sensor Numberpry

Exceptions;
Specialsg

Sensor Number:

Exceptijonss
Srecialst

Sensor Number:

Exceptions:
Specialsy

T=y Point Designationt RE HWC 1T=4
Specification Reference: 15911
Drawing References;
Construction Specification I/0 Schedule Page Line Numbert 32=1%
ROICC®s I/0 Schedule Locatort 8=47
Point used by EMCS [Y/N]3 Y
Responsibility:

Sensor Typey Analog Input Recordy AB3% 3

Furnishings HONEYWELL, INC,
Installings HONEYWELL, INC,
Wiring: HONEYWFLL, INC,

Shop Drawing Submital Datat
Lockwood Greane #31 767
External #; 667
Status: DEVIATES

Device Characteristics:
Intertace Equipment Renuiredt
Services W ZONE HW SUPPLY TEMP(P144)
----.--.---.-.-------
T=5 Point Designationt BE HWC 1{T=5
Specification Reference: 15911
Drawina References
Construction Specification I/0 Schedule Page Line Number: 32«13
“ROICC’s I/0 Schedule Locatort BeS2
Point used by EMCS [Y/N)g Y
Responsibflitys

FID Cabinet Numbpert
FID Term Board Pairst

Sensor Type: Analoa Input Record:

Furnishlnq; HONEYWELL, INC,
Installingt HONEYWELL, INC,
Wirings HONEYWELL, INC,

Shop Drawing Submital Datag

Lockwood Greene #3: 767
External #; 667 FID Cabinet Number:
Statusi DEVIATES FID Term Board Pairst

Device Characteristicst
Interface Equinment Required:
Service: N ZONE HW SUPPLY TEMP(P145)

T=6 Point Des{gnationt RE HWC 1T=6
Specification Reference: 15911
Drawing Reference:
Construction Specification I/0 Schedule Page Line Numbers
RUICC®s I/0 Schedule Locator: 8«77
Point usea by EMCS [Y/N]s Y

Responsibilitys

Sensor Type: Analog Input Record:s R60

32=~13

Furnishing: HONEYWELL, INC,
Installing: HONEYWELL, INC,
Wirings HONEYWELL, INC,

Shop Drawing Submita) Dataj
Lockwood Greene ¥#3 767
External #3; 667
Status: DEVIATES
Device Characteristicst
Interface Equipment Required:
Service: S ZOUNE HW SUPPLY TEMP(P14d6)

FID Cabinet Numberg
FID Term Board Pajrsy

N624TN=T7T=C=7526
Page 13941=A3=8






Sensor Numbery TR=HW] Point Designationt BE HWC 1TR=HW] Sensor Typet Analog Output Recordt 1017
Specification Reference: 15911
Drawing References
e Construction Specification I1/0 Schedule Page Line Numbert 32«10
ROICC’s I/0 Schedule Locatort NONE
Point usea by EMCS [Y/N): Y
S Responsibilityt Furnishing: HONEYWELL, INC,
Exceptionsg Installing: HONEYWELL, INC,
Specialst Wiring:s HONEYWELL, INC,

Shop Drawing Submita)l Datag

Lockwood Greene #1 767
= External #3 667 FID Cabinet Numbert
Status: DEVIATES FID Term Board Pairst

& Device Characteristics:
; Interface Equipment Required:
Service: TEMP KESET HW CONY, EXe5

-----.-..-.--.-.--.----..--.-'--..---.-----..-...-
-

Sensor Number: TRe=HW2 Point Designationt BE HWC 1TR=HW2 Sensor Type: Analog Output Record: 990
Specification Reference: 15911
- Orawing Referenceg

Construction Specification 1/0 Schedule Page Line Numbert 32=13
ROICC’s I/0 Schedule Locatory 8=38

2 Point used by EMCS [Y/N]g3 Y ’

; Responsibility: Furnishingt HONEYWELL, INC,
Exceptions: Installing: HONEYWELL, INC,

g3 Specialsg Wirings HONEYWELL, INC,

Shop Drawing Submital Datat
< Lockwood Greene #: 767

External #3 667 : FID Cabinet Number

Status: DEVIATES FID Term Board Pairst
S Device Characteristicss

Interface Equipment Requireds
Service: W ZONE HW TEMP RESET(P142)

----.-..-.-----...-.’---.--...-..----.-.--...-.-;-

e Sensor Numberg TReHW3 Point Designation: BE HWC {TReHW3 Sensor Type: Analog Output Recordt 991

Specification Reference: 15911

Drawing References
i Construction Specification I/0 Schedule Page Line Numberi 32«13

ROICC®s 1/0 Schedule Locatori B=47

Point used by EMCS [Y/N]s Y
3 Responsibility: Furnishings HONEYWELL, INC,

Exceptionss Installings HONEYWELL, INC,

S Specialsg Wiringt HONEYWELL, INC,

Shop Drawing Submital Datat
¥ Lockwood Greene #t 767
External #: 667 FID Cabinet Numbert

Statusy DEVIATES FID Term Board Pairst
o Device Characteristicst

Interface Equipment Reaufred:
Service: E ZONE HW TEMP RESET(P143) ¥
--.-.-.---..--------.-----.-----.--.----------..-----..-..-----.-
N624TU=77=C=7526
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Sensor Number; TReHWY Point Designationt BE HWC 1TR=HW{4 Sensor Typel Analog Output Recordt 947
Specification References 15911
Drawing References
Construction Spec{fication 1/0 Schedule Page Line Numbers 32«13
ROICC*s 1/0 Schedule Locators B=47 :
Point used by EMCS [Y/N]s Y
Responsibilitys Furnishingt HONEYWELL, INC,
Exceptions: Install{ngs HONEYWELL, INC,
Specialsy Wiringt HONEYWELL, INC,

Shop Drawing Submital Datat
Lockwood Greene #3 767
External #: 667 FID Cabinet Number:
Statuss UDEVIATES FID Term Board Pairst
Cevice Characteri{sticst
Interface Equipment Requiredt
Servicet W ZONE hW TEMP RESET(P144) e
| e e E S W R e R R W R @ R EOWE & " ®W % W OB w W R W w W ® W W W " B 9 W O® ® e W ® @ W ® ® W 9 P " W e R e =m® @ " @ " e = ®
Sensor Number: TRK=HWS Point Designation: BE HWC JTR=HWS Sensor Type: Analog Output Records 948
Specification Reference; 15911
Drawing Reference:
Construction Specification 1/0 Schedule Page Line Number: 32«13
RQICC’s I/0 Schedule Locator:t 8«52
Point used by FMCS (Y/N)s: Y :
Responsibility: Furnishings HONEYWELL, INC,
Exceptionss : Installingt HONEYWELL, INC,
Specialsy Wirings HONEYWELL, INC,

Shop Drawing Submital Data:
Lockwood Greene #3 767 ;
External #: 667 FID Cabinet Number:
Status: DEVIATES FID Term Board Pairst
Device Characteristicsg
Interface Equipment Required:
Servicey N ZONE HW TEMP RESET(P145S) ’
--.--.-----.----...--..----ﬂ---..'--.--------..--.-...--.----.-..
Sensor Numbert TRe=HW6 Point Designationt BE HWC 1TRe=HW6 Sensor Type: Analog Output Record: 927
Spec{fication References 15911
Drawing References
Construction Specification 1/0 Schedule Page Line Numbert 32=13
ROICC’s I/0 Schedule Locatort B=77
Point used by EMCS [Y/N])3: Y
Responsibilityt Furnishingt HONEYWELL, INC,
Exceptions: Installings HONEYWELL, INC,
Specialsg Wirings HONEYWELL, INC,

Shop Drawing Submital Datat
Lockwood Greene wt 767
External #; 667 FID Cabinet Numbert
Status: DEVIATES FID Term Board Pairst
Device Characteristi{csi
Interface Equipment Requireds
Servicet S ZUNE HW TEMP RESET(P146)
- ® ® " & 8 8 @ 8B 85 @ ® @ @ @ @ ® " @ S " WS e W E " E R R W B B EB R e W e " & e " W RS W e E W WP P e W ®e PR " e w9
N624T7U=T77=C=7526
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System Number: HWC 2 System Type: Hot Water Converter F{d Nymbers: 1E! Record 861

2 3¢ i i ] gy I ¥ Wl b otimsiilritsiae g 4 .
i;ﬁ 5 O R E T \i St Al R 2 R g &. L. it ety i PR SRR i ¥ : w
Spec{fication Referencesy 5911
Drawing Reference: M7=36, M7=49, MT7=58, 939=79611=53X]I, M7=16, 939879611=54X]1, MT7=5Q
Construction Speci{fication 1/0 Schedule Page Line Numberi
Responsibility: Furnishing: N/A
Exceptions: A® Installings N/A
Specfalss A7 A8 C{ C2 D4 ES Wiringt N/A

Shop Drawing Submital Datat
Lockwood Greene #: 767
External #3 667
- Statust DEVIATES
I========S===S===============8======'-'8:!8====='lllltll=lsllll=8l8

Sensor Numbers DPSH=1 Point Designationt 1E1 HWC 2DPSH={ Sensor Typei Digital Input Record: 794
4 Specification Reference; 15911
Drawing Reference:
Construction Specification I/0 Schedule Page Line Numberi 32~15
ROICC’s I1/0 Schedule Locatort 8«52
Point used by EMCS [Y/N)3 Y 5
Responsibility:s Furnishings HONEYWELL, INC,
Exceptionsg Installings HONEYWELL, INC,

Speci{alsg Wirings HONEYWELL, INC,

Shop Drawing Submijtal Datag
Lockwood Greene #1 767
External #3 667 FID Cabinet Number$
Statusi DEVIATES : FID Term Board Pairst
Device Characteristicst
Interface Equipment Reauired:
Service: HW PUMP P154 DIFF PR SW e
-----.---------.---.----.---IJ------..-..-.---------.-......----'- ‘
Sensor Numbers DPSH=2 Point Designationt 1E1 HWC 2DPSH=2 Sensor Types Digital Inmput Records 795
Spec{fication Reference: 15911
Drawing References
Construction Specification 1/0 Schedule Page Line Numbert 32«15
ROICC*’s 1/0 Schedule Locatort 8=52
Point uses by EMCS [Y/N)3 Y
Responsibilitys Furnishing: HONEYWELL, INC,
Exceptfions Install{ngt HONEYWELL, INC,
Specialsg Wirings HONEYWELL, INC,

Shop Drawing Submital Datat
Lockwood Greene #: 767
External #: 667 FID Cabinet Numbert
Status: DEVIATES FID Term Board Pafrst
Device Characteristicst
Interface Fquipment Requiredt |
Servicet HW STD=BY PUMP P155 DIFF PR SW

N624T70=T77=C=7526
Page 13941=A3=~{1
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Sensor Number: SwWi Point Designation: 1E1 HWC 2SWi Sensor Typer Digital Output Record; 141
Specification Referencey 15911
Drewing Reference:
Construction Specification I/0 Schedule Page Line Numberi 32«15
ROICC’s 1/0 Schedule Locator: 8=52
Pofnt used by EMCS [Y/N]g Y
Responsibility: Furnishings HONEYWELL, INC,
Exceptions; Installings HONEYWELL, INC,
Specialsy Wirings HONEYWELL, INC,

Shop Drawing Submital Dataj
Lockwood Greene #3 7647

External #: 667 FID Cabinet Number:

Status: DEVIATES FID Term Board Pairst
Device Characteristicsg

Interface Equipment Required:
Service: START HW PUMP P54

.
-.--.----.--...-------.---------.-.--.--------'--..---.--.-.---..

Sensor Numbery SW2 Point Designationt 1E1 HWC 2SW2 Sensor Typet Digfital Output Record: 2450
Specification Reference: 15911
Prawing Referencet
Construction Specification I/0 Schedule Page Line Nymber: 32«15
ROICC’s 1/0 Schedule Locator: Be=52
Point used by EMCS [Y/N]Jt: Y _
Responsibility: Furnishingi HONEYWELL, INC,
Exceptions: E Installings HONEYWELL, INC,
Specials; Wiringt HONEYWELL, INC,

Shop Drawing Submita) Datag
Leckwood Greene #1 767
External #: 667 FID Cabinet Numpertg

Status: DEVIATES FID Term Board Pairst
Device Characteristics:

Interface Equipment Required:
Service: START Hw STDeBY PUMP P1SS

Sensor Number: TeQ Point Designationt 1E1 HWC 2Te1 Sensor Type: Analog Input Record: 2452
Swecification References 15911
Drawina References
Construction Spec{fication I/0 Schedule Page Line Number} 32=15
ROICC’s I/0 Schedule Locator: 8=52
Point used by EMCS [Y/N)g Y
Respons{bilitys Furnishingy HONEYWELL, INC,
Exceptions Installing:t HONEYWELL, INC,
Specials; Wiring: HONEYWELL, INC,

Shop Drawing Submital Datag
Lockwood Greene #§ 767

External #; 667 FID Cabinet Numbert

Status: DEVIATES FID Term Board Pairst
Device Characteristics:

Interface Equipment Requiredt
Service: Hw SUPPLY TEMP EX 6
-.-.-.--.-..-.--..-.-...C-.---.-...-.-.---..--
N62ATVN=T7T7=C=7526
Paqge 13941=A3=y2






Sensor Number: TRehky Point Designationt 1E1 HWC 2TR=HW{ Sensor Typet Analog Output Record: 245}
Specitfication References 15911
Drawing Reference:
Construction Specification 1/0 Schedule Page Line Numbery 32ei5
ROICC’s 1/0 Schedule Locators NONE
Point used by EMCS [Y/N)g Y
Responsibilitys Furnishing: HONEYWELL, INC,
Installings HONEYWELL, INC,
Wiring: HONEYWELL, INC,

Exceptionsg
Specialsy

Shop Drawing Submital Datag
Lockwood Greene #31 767

External #: 667 FID Cabinet Numbert

Statusi DEVIATES FID Term Board Pairst
Device Characteristicsy

Interface Equipment Requiredt
Service; TEMP RESET Hw CONV EX 6

N624T0m=T77=C=7526
Page 13941=A3el}
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System Number:

Exceptionsg

Specials: A9 BO B1 B2 C3 C4 C5 C6 DS D6 D7 E6 E7 EB

Sensor Numbert

Exceptionsy
Specialsy

HWC 3 System Typei Mot Water Converter Fi{d Numbert {H

Specification References 15911

Drawing Reference: M7=36, M7=58, M7=58, 939=79611=53XI, M7=18, 939e7961)=54X]

Construction Specification I/0 Schedule Page Line Numberj 32«15
Responsibility: Furnishingt N/A
Install{ngt N/A
Wirings N/ZA

Shop Drawing Submital Datatg
Lockwood Greene #1 767
External #: 667
Statusy DEVIATES

OPSH=1 Point Designations 1H HWC 3DPSH=1
Specitication Reference: 15911
Drawing Referencet
Construction Specification 1/0 Schedule Page Line Number: 32«15
ROICC’s 1/0 Schedule Locatort 8=67
Point used by EMCS [Y/N]g Y
Responsibilitys

Sensor Typet: Digital Imput

Furnishingy HONEYWELL, INC,
Installing: HONEYWELL, INC,
Wirings HONEYWELL, INC,

Shop Drawing Submital Datat
Lockwood Greene gt 767
External #3 667 :
Statust DEVIATES
Device Characteristics:
Interface Equipment Required!
Service: HW PUNP P152 DIFF PRESS SwW

FID Cabinet Numbert
FID Term Board Pairsg

Record 24S3

Records

773

Sensor Numbert

Exceptionst
Specialsg

DPSH=2 Point Desfgnationt 1H HWC 3DPSH=2
Specification Reference; 15911
Drawing Referencet
Construction Specification 1/0 Schedule Page Line Number: 32=15
ROICC’s I/0 Schedule Locator: B8=67
Point used by EMCS [Y/N)t Y
Responsibil{tys

Sensor Type: Digital Imput

Furnishings HONEYWELL, INC,
Installingy HONEYWELL, INC,
Wirings HONEYWELL, INC,

Shop Drawing Subm{tal Datatg
Lockwood Greene #t% 767
External #: 667
Statust UEVIATES
Device Characteristicst
Interface Equipment Required:
Servicet HW STD=BY PUMP P153 DIFF PR SW

FID Cabinet Numberi
FID Term Board Pairst

Record:

2454

N624T0=T7T7=C=T7526
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: Sensor Numberi DPSH=3
Speci{fication References 1591}
Drawing References

& Construction Specification I/0 Schedule Page Line Numbert 32«15
ROICC’s 1/0 Schedule Locatort B=67
Point used by EMCS [Y/N]: Y 3
(& Responsibflftys Furnishings HONEYWELL, INC,
Exceptionst Installings HONEYWELL, INC,
- Specialsy wiringt MONEYWELL, INC,
Shop Drawing Submital Datatl
Lockwood Greene #3 767
e External #3 667 FID Cabinet Numbert
Status: DEVIATES FID Term Board Pairst
Device Characteristicst
[ Interface Equipment Required:
Service: N ZONE PUMP P158 DIFF PR SW s e
Q-...---.---.--------------------.--.----.-.---.--.-..---.---...-
& Sensor Numbert DPSHey4 Point Desi{gnationt 1H HWC 3DPSHw»4 Sensor Type: Digital Imnput Recordt 2456
Specification Reference: 15911}
Drawing Referencet
e Construction Specification 1/0 Schedule Page Line Numbert 32=15
ROICC’s I/0 Schedule Locatort 8«47
Point used by EMCS [Y/N)3 Y
i Responsibility: Furnishings HONEYWELL, INC,
Exceptionsg Installingt HONEYWELL, INC,
- Specialsy Wirings HONEYWFLL, INC,
Shop Drawing Submital Datat
Lockwood Greene #1 767
£ External #31 667 FID Cabinet Numbert
Statuss DEVIATES FID Term Board Pairst
' Device Characteristicst
f:; Interface Equipment Reauired:
Servicet S ZONE PUMP P1S51 DIFF PR SW J
-----.'-.---..--..---..---...---....-.-----.--.-.-.-..-..-.--...-
{ Sensor Numberi SWi Point Designationt 1H HWC 3SWi Sensor Typet Digital Output Recordt 2457
Spec{fication Reference: 15911
Drawing Referencet
i Construction Specificatfon 1/0 Schedule Page Line Nurbert: 32«15
ROICC’s I/0 Schedule Locatort 8w=67
Point used by EMCS [Y/N]t Y
: Resoonsibilitys Furnishing: HONEYWELL, INC,
Exceptions: Installings HONEYWELL, INC,
- Specialsg Wirings HONEYWELL, INC,
Shop Drawing Submital Datag
Lockwood Greene #3 767
£ External #: 667 FID Cabinet Numbert
Statust DEVIATES FID Term Board Pairst
s Device Characteristicst

Point Designatfon: 1H HWC 3DPSH=3 Sensor Typet Digital Input

Interface Equipment Required:
Servicet START HW PUMP P152

N624T70=T77=C=7526
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Sensor Numberg Swe

Exceptionst
Srecjalsg

Point Designationt 1H HWC 3SW2

Specif{cation References 15911

Drawing Retferences

Construction Specification 1/0 Schedule Page Line Numberi 32«15

ROICC’s I/0 Schedule Locatort B=67

Point used by EMCS [Y/N]s Y £

Responsibilitys Furnishings HONEYWELL, INC,
Installing: HONEYWELL, INC,

Wirings HONEYWELL, INC,

Shop Drawing Submital Datat
Lockwood Greene #t 767
External #3 667
Status: DEVIATES
Device Characteri{sticsg
Interface Equipment Requireds:
Servicey START HW STD=BY PUMP P1S53

FID Cabinet Numbert
FID Term Board Pairss

Sensor Type: Digital Output

Recordt

2458

Sensor Number: SW3

Exceptionst
Specifalst

Point Designationt 1H HWC 3SW3

Specification References 15911

Drawing Reference:

Construction Specification 1/0 Schedule Page Line Numbert 32e15

ROICC*s 1/0 Schedule Locators 8=67

Point used by EMCS (Y/N]3 Y ;

Responsibflitys Furnishings HONEYWELL, INC,
Installings HONEYWELL, INC,

Wiringt HONEYWELL, INC,

Shop Drawing Submital Datag
Lockwood Greene #t 767
External #3 667
Status: DEVIATES
Device Characteristicss
Interface Equipment Reauiredt
Servicet START HW ZONE PUMP P15@

FID Cabinet Number:
FID Term Board Pairss

Sensor Type: Digital Output

Recordy

24S9

- B e e E e " =W @ P e " S @8 W R e R RT R S N BE P W T BT R T e WD e e ® w S ® " ® " " e EF e " E e ® e e e e " e =

Sensor Numpbert SW4

Exceptionsg
Specfalsy

Point Designationt 1H HWC 3SwW4

Speci{fication Reference: 1591}

Drawing Reference:

Construction Specification I/0 Schedule Page Line Number: 32={S

ROICC’s I/0 Schedule Locators B=67

Poifnt used by EMCS [Y/N]3 Y ;

Responsibilitys Furnishingt HONEYWELL, INC,
Instal)ing: HONEYWELL, INC,

Wiringt HONEYWELL, INC,

Shop Drawing Submital Datag
Lockwood Greene #3 767
External #: 667
Statust DEVIATES
Device Characteristicsi
Interface Equipment Required:
Service: START Hw ZONE PUMP P1St

FID Cabinet Numbers
FID Term Board Pairst

Sensor Type: Digftal Output

Recordt

2460

N624T0U=77=C=7526
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Sensor Number: T=} Point Designation: 1H HWC 3T=1 Sensor Type: Analoq Input Recordsr 2464
Specififcation Reference: 15911
Drawing Referencey
Construction Specif{cation I/0 Schedule Page Line Number: 32«15
ROICC*s I/0 Schedule Locatori 8e67
Point used by EMCS ([Y/N]s Y
Responsibflity: Furnishingt HONEYWELL, INC,
Exceptionss Installings HONEYWELL, INC,
Specialsy Wirings HONEYWELL, INC,

Shop Drawing Submital Data:
Lockwood Greene #3 767

External #§ 667 FID Cabinet Numbert

Status: DEVIATES FID Term Board Pafrst
Device Characteristicss

Interface Equipment Reauiredt
Service: HW SUPPLY TEMP EXm7?
..-..-.--.---------‘-—---.-.-.--.-..--.-.-.-----.---..--..--...-.
Sensor Numbeprs: T=2 Point Designatfon: 1H HWC 3T=2 Sensor Type: Analog Input Record: 2465
Specification Reference; 15911
Drawing Referencey
Construction Specification I/0 Schedule Page Line Numbers 32=15
RUICC’s I/0 Schedule Locatory B=67
Point used by EMCS [Y/N]: Y
Responsibility:t Furnishings HONEYWELL, INC,
Exceptions: . Installings HONEYWELL, INC,
Srecialsy Wiring: HONEYWELL, INC,

Shop Lrawing Submital Datas
Lockwood Greene #3: 767

External #1 667 R FID Cabinet Numbert

Statuss DEVIATES FID Term Board Pafrst
Device Characteristijcs:?

Interface Equipment Requiredy
Service: N ZONE HW SUPPLY TEMP(P15Q)

Sensor Numbert: T=3 Point Designation: 1H HWC 3T=3 Sensor Type: Analog Input Record: 2466
Specification Referencet 15911
Drawina Referencet
Construction Specififcation I/0 Schedule Page Line Numbers 32«15
ROICC’s I/0 Schedule Locators 8B=67
Point usea by EMCS [Y/N]t Y ¢
Responsibility: Furnishing: HONEYWELL, INC,
Exceptionsg Instal)lings HONEYWELL, INC,
Specialsy Wiringt HUNEYWELL, INC,

Shop Drawing Submital Datag
Lockwood Greene #3 767

External #3 667 FID Cabinet Numbert

Status: DEVIATES FID Term Board Pairst
Device Characteristicst

Interface Equipment Reauired:
Service: S ZONE HW SUPPLY TEMP(P}1S1) ;
-.--.----.--.-..--.-----..--.----------...-----.-.-.--.-.--.---.-
N624T70=77=C=7526
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~
i Sensor Numberi TRwHW] Point Designationt 1H HWC 3TR=HW] Sensor Types Digital Qutput Recordr 246}
Specification Referencer 15911
Drawing Reference:
s Construction Specification I1/0 Schedule Page Line Numberi 32«15
ROICC*s 1/0 Schedule Locators NONE “
Point used by EMCS ([Y/N]p Y :
C; Responsibilityt Furnishingt HONEYWELL, INC,
Exceptions: Installi{ng: HONEYWELL, INC,
- Specialsg Wiring: HONEYWELL, INC,
Shop Drawing Submital Datag
Lockwood Greene #3 767
: External #3 667 FID Cabinet Numberg
Statuss DEVIATES FID Term Board Pairsy
Device Characteristicst
r Interface Equipment Required:
Servicet TEMP RFSET HW CONV EX 7 3
- - - - E - - - - - o = - - - - 3 - - - - - - - £ b - - - = - - - - - L] - - - - - = - = - - - = - L] e = - - - - - - - - - - L o -
' Sensor Number: TRe=HW?2 Point Designationt 1H HWC 3TReHW2 Sensor Type: Digital Output Record: 2462
Specification Reference; 1591}
. Drawing References
. Construction Specification 1/0 Schedule Pace Line Number: 32«15
ROICC’s 1/0 Schedule Locator: B8=67
. Point used by EMCS ([Y/N]: Y
4 Responsibilitys Furnishing: HONEYWELL, INC,
Exceptionsg " Installings HONEYWELL, INC,
2 Specfalsg m Wiring: HONEYWELL, INC,

Shop Drawing Submital Datas
Lockwood Greene #3 T67
External #3 667 » : FID Cabinet Numbers
Status: DEVIATES P FID Term Board Pairst
Device Characteristicsy
Interface Equipment Required:
Servicer N ZONE HW TEMP RESET(P150)

Sensor Numbers TReHW3 Point Designationt IH HWC 3TReHW3 Sensor Type: Digital OQutput Record: 2463
Specification References 15911
Drawing Referencet
Construction Specification I/0 Schedule Page Line Numbert 32«15
ROICC’s I/0 Schedule Locatori 8«67
Point used by EMCS [Y/N]gs Y
Responsibility: Furnishings HONEYWELL, INC,
Exceptions Installings HONEYWELL, INC,
Specialsy Wiringt HONEYWELL, INC,

Shop Drawing Submital Datatg
Lockwood Greene #3 767
External #1 667 FID Cahinet Number:

Status: DEVIATES FID Term Board Pairs?
Device Characteristicsg

Interface Equirment Reauired:
Service: S ZONE HW TEMP RESET(P151) 3
.---.---..---.---.----.-.----.-..-.-.----...-.--..-'...--.--.....
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